
Form Name: 30 Day Report - NWNatural
Submission Time: April 15, 2026 8:50 am
Browser: Chrome 147.0.0.0 / Windows
IP Address: 98.97.43.109
Unique ID: 1451484785
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2. Completed by: samantha.rookstool@nwnatural.com

4. Is this a supplemental report? No

5. Statutory Reporting
Requirement

480-93-200 (1)(c) The evacuation of a building, or a high
occupancy structure or area

6. Incident Date Mar 17, 2026 10:29

7. 1st Notice to Operator Mar 17, 2026 10:29

8. First Operator Arrival Mar 17, 2026 10:47

9. Emergency Controlled Mar 17, 2026 11:29

10. Time of Repair Mar 17, 2026 15:30

11. Repair Status Permanent

14. Evacuation Yes

15. Number of People Evacuated 8

19. Who at Operator Received
Report?

NWN Emergency Contact Center/Resource Management Center

20. Who Reported to Operator? Clark County 911

22. Street Address of Incident NE 60th St and NE 60th Ave

23. City Vancouver

25. County Clark

26. Description of Incident and
Response

At 10:29 am NWN was notified by 911 of damage at NE 60th St
and 60th Ave. in Vancouver. NWN's first responder arrived onsite
at 10:47 am and found the Fire Department evacuated 14
residential structures a total of eight people and closed the
intersection of NE 62nd St to NE 60th Ave. Simplex HDD LLC was
installing telecommunications and damaged a 2-inch polyethylene
main, while lowering directional drill hydraulic anchors. Gas was
controlled at 11:29 am by squeezing the 2-inch polyethylene
main, resulting in interruption of two customers. Repairs were
completed at 3:30 pm with service restoration completed by 4:15
pm.



Reported - Notification
27.  Who Did Operator Contact? WUTC

28. WUTC Contact Dorrough, Anthony

30. Person from Operator making
report:

Samantha Rookstool

31. Contacted Time Mar 17, 2026 13:31

Facility Details
47. Line Type Distribution Main

50. MAOP 50

51. Pipe Diameter: 2.000

52. Depth: 36.00

53. Pipe Type: PE

Environmental and Property Damage
61. Estimated Incident Cost -
Operator

2123.00

Damage Cause / Contact Information
66. PHMSA Cause Code (please
select)

C - Excavation Damage

70.  Root Cause (please select) Marked inaccurately due to locator error

71. Name of entity who damaged
facility?

Simplex HDD LLC

73. Phone (646) 986-4436

72. Person who damaged facility
or company official.

Kakhaber Apkhadze

74. Address 110 Park Plaza DR #2216
Secaucus, NJ 07094

77. Locates present? Yes

78. Locate # 26090168



Were the locates accurate per
requirement?

No

Has a CGA DIRT Report been filed
for this damage?

Yes

Injury and Fatality Report
Were there any injuries or
hospitalizations?

No

Were there any fatalities? No

Policies - Procedures
106. Attach additional pictures or
documents?

No


