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	SCHEDULE NO. 88R
	Interruptible Distribution System Biomethane Receipt Service


11. OTHER TERMS AND CONDITIONS: (Continued)

5. Within ten (10) business days following the Effective Date of the Service Agreement and within ten (10) business days following any additions to or modification of the Monitoring Equipment, Biomethane Customer shall provide to the Company an accurate copy of the applicable manufacturer's performance and operating specifications for the Monitoring Equipment, together with the applicable manufacturer's recommended maintenance and calibration procedures and intervals therefor.  Biomethane Customer shall contemporaneously provide to the Company an accurate copy of any maintenance and calibration procedures used by Biomethane Customer (other than the applicable manufacturer's recommended maintenance and calibration procedures), with any differences between Biomethane Customer's maintenance and calibration procedures and the applicable manufacturer's recommended maintenance and calibration procedures clearly noted. Biomethane Customer shall promptly provide updates of such information to the Company upon any change by Biomethane Customer or the applicable manufacturer to its maintenance or calibration procedures. Upon the Company's request, Biomethane Customer shall provide to the Company a demonstration of Biomethane Customer's maintenance or calibration procedures for any of the Monitoring Equipment. The Biomethane Customer shall be responsible for operating, calibrating and maintaining the Monitoring Equipment, at a minimum, in accordance with the manufacturer's recommended specifications.  Should the Biomethane Customer fail to maintain, calibrate or operate the Monitoring Equipment in accordance with recommended specifications and Biomethane is supplied that does not meet the specifications in the Gas Quality Agreement, the provisions governing Biomethane Customer's delivery of out-of-specification Biomethane in the Gas Quality Agreement shall apply.
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