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E.  Completion of interconnection Process: 

The interconnection process is complete and the generating facility can begin operation when:

a)	The interconnection customer and the Company execute an interconnection agreement;

b)	The interconnection customer provides, and the Company issues written approval for, a certificate of completion demonstrating:
(i)	The receipt of any required electrical and building permits, and installation in compliance with electrical and local building codes;
(ii)	Installation in compliance with the technical requirements for interconnection in this tariff;
(iii)	Inspection and approval of the system by the electrical inspector having jurisdiction over the installation.

c)	 All required agreements with the balancing area authority having jurisdiction, and all agreements covering the purchase, sale or transport of electricity and provision of any ancillary services have been completed and signed by all parties;

d)	Witness test. If required by the Company, a representative of the Company witnesses and approves the operation of the generating facility in accordance with the requirements of this tariff; and

e)	All requirements and conditions of the interconnection agreement have been satisfied and permission granted by the Company to proceed with commercial operation.
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