STATE OF WASHINGTON
UTILITIES AND TRANSPORTATION COMMISSION

621 Woodland Square Loop SE e Lacey, Washington 98503
P.O Box 47250 e Olympia, Washington 98504-7250
(360) 664-1160 e 1-800-833-6384 or 711

MEMORANDUM
Date: June 3, 2026

To: Connor Thompson, Director
Administrative Law Division

From: Arianna Le, Damage Prevention Investigator
Pipeline Safety Program

Subject: Docket DG-260395 Investigation #9311 Penalty Assessment recommendation of
$1,000 against LV Electric and Plumbing LP for one violation of RCW
19.122.040(2)(e).

I. Background/Discussion

Staff believes that LV Electric and Plumbing LP (LV Electric or Company) violated the
following Revised Code(s) of Washington (RCW):

e RCW 19.122.040(2)(e) for failing to use reasonable care when directional boring by
not using supplemental white lining with physically exposing (potholing) the gas
facility.

On April 24, 2026, Puget Sound Energy (PSE) submitted to the commission a 30-day report of
an incident involving LV Electric damaging a natural gas facility that occurred on April 2,
2026.! Staff conducted an investigation that included reviewing the incident and damage
reports, emails and photographs, the one Call Center database, and attempted communications
with the Company. The investigation identified a natural gas damage event that involved LV
Electric.

I1. RCW Civil Penalty Citation

RCW 19.122.055(1)(a) states, in part, that any excavators who violate any provision of this
chapter and causes damage to an underground gas facility are subject to a civil penalty of not
more than $25,000 for each violation.
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II1. Investigation Summary and Analysis

Alleged Violation:

On April 2, 2026, LV Electric was excavating at 26240 13" Place South, Des Moines,
Washington. The 30-day report submitted by PSE on April 24, 2026, indicated that the LV
Electric was horizontal directional drilling and failed to pothole the underground facility and
struck a 2” gas service line.

Analysis:

The alleged violation concerns RCW 19.122.040(2)(e), which states, in part, that an excavator
shall use reasonable care to avoid damaging underground facilities; when directional boring
will be implemented as a method of underground excavation, supplement white lining with
physical exposure to avoid blind boring.

On April 29, 2026, PSE responded to Staff’s request for information and noted that LV
Electric had been doing work for MHO. PSE provided the Report of Damage to Gas Facilities
report (GFR report) that indicated that the contractor installing the conduit for fiber, utilizing a
directional drill, hit a 2” polyethylene (PE) main. The GFR report indicated that MHO was the
contractor responsible for the damage by failing to pothole over the main. The contractor
removed the drill operator before PSE’s arrival and could only provide the operator's name.
The GFR noted that the locate ticket (#26113618) was listed under a different company than
the Company the worker initially stated they worked for.> The ELM report provided by PSE
documented that the LV Electric dug prior to verifying marks by potholing, then bored and hit
a 2” gas main. The ELM report included pictures of the excavation site and workers wearing
MHO vests engaged in digging.’

On May 18, 2026, Staff spoke with Christopher Ortega (Ortega), the Executive Vice President
for MHO, by phone. Ortega stated that it has worked with LV Electric for a number of years.
MHO requires Companies who works for them to be licensed in the state of Washington.
Ortega confirmed that LV Electric has been trained. Ortega stated that MHO will loan out
Company vests to contractors working but does not loan out any equipment. The vests have
“MHO” on them so the Company can ensure they are returned and also streamline
communication with the residents.*

On April 29, 2026, Staff called LV Electric and spoke with Lucio Vazquez. Vazquez provided
the phone number and email of his father, and owner. On April 29, 2026, Staff emailed LV
Electric and requested information.® On May 18, 2026, Staff sent a second email to LV
Electric requesting information.® To date, LV Electric has not responded to Staff’s request for
information.

Staff searched the Washington One Call Center database and confirmed that LV Electric had a
valid locate ticket (#26113618) for South 263™ Street/14™ Avenue South, Des Moines,
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Washington at the time the damage occurred. This locate ticket included the location of the
damage at 26240 13" Place South, Des Moines, Washington.’

IV. Factors in determining penalty amount:

Staff also took into consideration the following factors in determining the appropriate penalty
amount:

1.

How serious or harmful the violation is to the public.

This incident could have been harmful to Company workers, utility technicians,
nearby homeowners, and the public, and could have resulted in serious injury and loss
of property.

Whether the violation is intentional.

This violation appears to be due to negligence by LV Electric rather than a lack of
knowledge regarding Washington State’s dig law. Between May 26, 2025 and May
26, 2026, LV Electric has submitted 143 requests to locate underground facilities in
Washington. This demonstrates the Companies knowledge of the requirements and its
responsibility to comply with the Dig Law.

Whether the company self-reported the violation.

LV Electric did not self-report the violation. The Commission received a 30-day
Incident Report as required by WAC 480-93-200(4) from PSE on April 24, 2026,
concerning an incident that occurred on April 2, 2026.

The likelihood of recurrence.
The likelihood of recurrence depends on the Company’s actions going forward and its
willingness to comply the Washington State’s Dig Law.

The Company’s previous violations and penalties.
No previous penalties of RCW 19.122.

V. Recommendation

Staff has considered these factors and recommends that the Commission should penalize LV
Electric and Plumbing as follows:

$1,000 penalty for one violation of RCW 19.122.040(2)(e) with an offer to suspend an

$800 portion of the penalty for 90 days, and then waive it, subject to the conditions

that:

1) Company management and field crew responsible for excavation must complete
NUCA Dig Safe Training (https://utc-9183.quickbase.com/db/bpkt6vndh)
within 90 days of service of this Penalty Assessment; and

2) The Company must submit documentation of training completion to the
Commission’s web portal at https//efiling.utc.wa.gov/Form.
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Further violation of RCW 19.122 will result in progressive penalty assessment up to maximum
allowable by law.

VI. Alleged Violator Contact Information

Contact Name: Lucio Vazquez
Business Name: LV Electric and Plumbing LP
Address: 13514 Robbins Road

Cypress, TX 77429
Email: lvelectricandplumbing@gmail.com
Phone: (360) 848-4396
UBI: None

VII. Parties of Records Docket Service List:
e Jasmine Valdez: lvelectricandplumbing(@gmail.com
e PSE Mailbox: WUTC30DayGasReport@pse.com
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