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2. Completed by: sarah.dooley@pse.com

3.a. Please Send Email Copy To: WUTC30DayGasReports@pse.com

4. Is this a supplemental report? No

5. Statutory Reporting
Requirement

480-93-200 (2)(a) The uncontrolled release of gas for more than
two hours

6. Incident Date Apr 02, 2026 11:40

7. 1st Notice to Operator Apr 02, 2026 11:40

8. First Operator Arrival Apr 02, 2026 12:09

9. Emergency Controlled Apr 02, 2026 13:57

10. Time of Repair Apr 02, 2026 22:46

11. Repair Status Permanent

14. Evacuation No

17. Name of Fire Department
Involved

Des Moines Fire Department

19. Who at Operator Received
Report?

Jason Wheeldon

20. Who Reported to Operator? Operator #20

21. Reporting party phone (253) 852-2121

22. Street Address of Incident 26240 13th PL S

23. City Des Moines

24. ZIP 98198

25. County King



26. Description of Incident and
Response

On April 2, 2026, PSE responded to a horizontal directional drilling
(HDD) bore hit involving a fiber sub-contractor (MHO) working for
EZ Fiber who struck a 2" PSE gas service line during drilling
operations. The Des Moines Fire Department advised nearby
residents to shelter in place as a precautionary measure, and PSE
achieved emergency shutdown at 13:57, resulting in one
customer gas outage. Shut down took over two hours because of
the need for IFS to excavate two remote squeeze-off locations. 
The contractor possessed valid utility locates under ticket
#26113618, and PSE personnel secured the area before
transferring responsibility to Infrasource (IFS) for permanent
repairs.

Reported - Notification
27.  Who Did Operator Contact? WUTC

28. WUTC Contact Cullom, David

30. Person from Operator making
report:

Zach White

31. Contacted Time Apr 03, 2026 08:16

Injury and Fatality Report
Were there any injuries or
hospitalization?

No

Were there any fatalities? No

Facility Details
47. Line Type Distribution Main

50. MAOP 45

51. Pipe Diameter: 2.000

52. Depth: 39.00

53. Pipe Type: PE

55. # of Outages 1

Environmental and Property Damage
61. Estimated Incident Cost -
Operator

251.73



Damage Cause / Contact Information
66. PHMSA Cause Code (please
select)

C - Excavation Damage

70.  Root Cause (please select) Excavator dug prior to verifying marks by pot-hole

68. Type of Excavator (please
select)

Contractor

69. Type of Excavation (please
select)

Boring

71.Name of entity who damaged
facility?

LV ELECTRIC AND PLUMBING

73. Phone (346) 848-4396

72. Person who damaged facility
or company official.

JASMINE  VAZQUEZ

74. Address 5126 Ashbrook Dr
Houston, TX 77081

77. Locates present? Yes

78. Locate # 26113618

Were the locates accurate per
requirement?

Yes

Has a CGA DIRT Report for this
damage been filed?

No

Treble Damages? No

Policies - Procedures
104. Alcohol or Drug Testing
Initiated

No

105. Operator Qualification
Review Required

No

106. Attach additional pictures or
documents?

No


